The resiliency of power systems can be enhanced during emergency situations by using microgrids, due to their capability to supply local loads. However, precise prediction of disturbance events is very difficult rather the occurrence probability can be expressed as, high, medium, or low, etc. Therefore, a fuzzy logic-based battery energy storage system (BESS) operation controller is proposed in this study. In addition to BESS state-of-charge and market price signals, event occurrence probability is taken as crisp input for the BESS operation controller. After assessing the membership levels of all the three inputs, BESS operation controller decides the operation mode (subservient or resilient) of BESS units. In subservient mode, BESS is fully controlled by an energy management system (EMS) while in the case of resilient mode, the EMS follows the commands of the BESS operation controller for scheduling BESS units. Therefore, the proposed hybrid microgrid model can operate in normal, resilient, and emergency modes with the respective objective functions and scheduling horizons. Due to the consideration of resilient mode, load curtailment can be reduced during emergency operation periods. Numerical simulations have demonstrated the effectiveness of the proposed strategy for enhancing the resiliency of hybrid microgrids.
Introduction
The capability of the microgrids to improve the power system resiliency via local supply of loads and reduction in load curtailment, during emergency situations, is considered as one of the complementary benefits of microgrids [1] . The cyber-physical resilience of a power system is defined as the ability of the system to maintain a continuous flow of electricity to the customers with a given load prioritization scheme [2] . A resilient power system avoids disruption to critical loads by responding to disturbances in real-time or near to real-time, i.e., ability to overcome disturbances. Due to the difficulty in precise prediction of the disturbance incidents and their clearance times, the resiliency-oriented operation of microgrids/power systems is more challenging.
Various studies have been conducted to enhance the resiliency of power systems by using microgrids [3] [4] [5] [6] [7] . A system for assessing the resilience of microgrids and for rebuilding better resilient partitions was developed in [3] . Loads are distributed between two buses to keep the system self-sustainable. An analysis was carried out by [4] to assess the usage of microgrids as a resiliency resource. Microgrids as a local resource, as a community resource, and as a black start resource were considered. A nested energy management strategy was proposed by [5] for enhancing the resiliency of microgrids while preserving privacy of consumers. The surplus of inner microgrids is reflected as a resource and deficit as a load to the outer microgrids. Networked microgrids are considered by [6, 7] to enhance the resiliency of power systems. In [6] , on-emergency microgrids get support from healthy microgrids and the on-outage area is sectionalized into self-adequate microgrids by [7] .
The use of microgrids as a resiliency resource is well known and various studies have been conducted as explained in the previous paragraphs. Recently, algorithms for improving the resiliency of microgrid itself were also considered. An algorithm for minimizing load curtailment during extended interruption of a utility grid is considered by [1] . The initial solution is revised via resiliency cuts to obtain zero mismatch. The decision between the feeding of lesser critical loads and storage of energy for future dispatches is considered by [8] . The objective of the research is to minimize the load-shedding amount following a disruption event. Readiness for feasible islanding and survivability of critical loads during islanded mode are considered by [9] . A resiliency index is formulated to evaluate the performance of the developed algorithm.
During the last decade, more than 679 power outage events affecting at least 50,000 customers have occurred just in the U.S. [10] . The frequency and intensity of natural disasters and extreme weather events are expected to increases in future due to climate change. Modeling of these events is a difficult task due to their stochastic and unpredictable nature [11] . Similarly, scheduling of battery energy storage systems (BESSs) based on environmental conditions is also stochastic in nature [12] . Therefore, fuzzy logic-based scheduling has been used by various researchers [13] [14] [15] [16] [17] . Fuzzy set theory can encompass such subjective decision-making process due to its ability to define human reasoning.
A fuzzy logic controller was used by [13] to satisfy the energy demand, maintain the state-of-charge (SOC) of BESS, and hydrogen tank level while optimizing the operation cost and lifetime of energy storage systems. Fuzzy logic is used to define the working state of BESS by [14] , which is determined by SOC and the terminal voltage of BESS. Working state is used to control the deep discharging and overcharging of BESS. An energy management system (EMS) based on fuzzy logic is designed by [15] for DC microgrids. The objective of the developed fuzzy control is to optimize energy distribution and to set up battery SOC parameters. A fuzzy EMS is used for optimal scheduling of an autonomous poly-generation microgrid by [16] . A fuzzy logic-based proportional-integral (PI) controller is used by [17] for integration of electrical vehicles with the utility grid. The peak overshoot and settling time of the fuzzy logic-based PI have improved.
Most of the studies available in the literature [3] [4] [5] [6] [7] have used microgrids as a resiliency resource. However, algorithms for improving the resiliency of the microgrid itself and mathematical modeling of microgrids considering resiliency are limited. Due to the uncertain time of the incident and uncertain time of recovery, the resiliency-oriented problem formulation of microgrids is more challenging. In normal operation mode, microgrids need to be prepared for a feasible islanding. In emergency operation mode, the microgrid needs to ensure the survivability of the critical loads [9] . Most of the researches in the literature based on fuzzy logic are concentrated on dealing with the uncertain nature of environmental conditions and market price signals [13] [14] [15] [16] [17] . Fuzzy logic-based studies considering uncertain nature of disturbance events in microgrids are limited. The occurrence of natural disasters can be predicted seconds to hours ahead of their occurrence [10] . However, precise prediction is very difficult rather the occurrence probability can be expressed as very high, high, low, or very low, etc. Therefore, fuzzy logic finds its application in the area of resiliency-oriented operation of microgrids.
In this paper, a fuzzy logic-based BESS operation controller is proposed for controlling the operation mode of BESS units. By using the values of input membership functions (event occurrence probability, BESS SOC, and market price signals), a BESS operation controller decides either to operate in subservient mode or in resilient mode. In subservient mode, the BESS is fully controlled by the EMS while in resilient mode the EMS follows the commands of the BESS operation controller for scheduling BESS units. In this way, a microgrid can operate in normal, resilient, and emergency modes. Different problem formulations and scheduling horizons are defined for each operation mode. The resilient mode operation is coordinated with emergency operation to minimize load shedding. In emergency mode, BESS operation mode is switched to subservient mode and control is shifted to the EMS. The EMS uses the stored energy in the BESS units to mitigate load shedding during the period of emergency operation. Finally, numerical simulations are carried out to evaluate the performance of the proposed strategy for enhancing the resiliency of hybrid microgrids. The major contributions of this paper can be summarized as follows:
•
In contrast to the existing literature, where microgrids have been used as a resiliency resource, an algorithm for enhancing the resiliency of microgrids themselves is proposed.
Uncertain nature of disturbance events is considered and realized through fuzzy logic in contrast to the literature, where uncertain nature of renewables and market price are focused.
In addition to normal and emergency modes of microgrids, an additional mode (resilient mode) is suggested in this study to ensure the survivability of critical loads during disturbance intervals.
Two operation modes (subservient and resilient) have been suggested for the BESS units to minimize the operation cost and to prepare the microgrid for feasible islanding.
The remaining paper is organized as follows: the Introduction section is followed by the explanation of the proposed fuzzy logic-based algorithm for operation of BESS units. Mathematical models of all the three operation modes (normal, emergency, and resilient) are formulated in Section 3. Section 4 deals with the numerical simulations for evaluating the feasibility of the proposed algorithm. The findings of the paper are summarized in the Conclusion section.
Fuzzy Logic-Based Operation of Battery Energy Storage System (BESS)
An EMS is used to schedule the resources of a microgrid and it is responsible for communication with the microgrid components [18] . Initially, AC microgrids were evolved, as the conventional power systems were dominated by the AC form [19] . Therefore, integration of renewable distributed generators (RDGs) with the conventional AC systems was widely studied [20] . Recently, DC microgrids and distribution systems are also taken into consideration due to the widespread of DC sources and loads [21] . DC microgrids allow easier integration of renewables along with the elimination of harmonic distortion and synchronization issues inherently [22] . Therefore, integration of AC and DC microgrids is proposed, and this emerges the concept of hybrid AC/DC microgrids [19] . Due to above-mentioned merits, a hybrid AC/DC microgrid is considered in this study.
System Configuration
The typical hybrid microgrid systems considered in this study is shown in Figure 1 . The AC microgrid contains RDG (wind turbine), controllable distributed generators (CDGs), BESS, and AC loads. The AC side CDGs could be diesel generators, gas turbines, and Stirling engines, etc.
Similarly, the DC microgrid contains BESS, RDG (photovoltaic cells), CDGs, and DC loads. The DC side CDGs are fuel cells. AC and DC microgrids are connected via an interlinking converter. The amount of power transferred between AC and DC microgrids will be constrained by the capacity of the interlinking converter. In contrast to [20, 21] , where BESS is considered only in DC microgrid, BESS is considered in both AC and DC microgrids. This consideration will assure the service reliability to both the microgrids even if there is any anomaly in the interlinking converter.
The EMS is primarily responsible for receiving the status of both the microgrids' components and for scheduling them. All the components obey the commands received from the EMS. However, each BESS unit is equipped with a BESS operation controller. The BESS operation controller is based on fuzzy logic and it decides the operation mode of BESSs. Depending on the input parameters, each BESS unit could be in subservient mode or in resilient mode. BESS operation modes and function of BESS operation controller are explained in the following sections. 
BESS Operation Modes
There are three inputs of the BESS operation controller, which is responsible for determining the operation mode of each BESS unit. Event occurrence probability plays a key role in determining the operation mode of BESS; therefore, the other two inputs are ignored in Figure 2 . Weather-related events have increased in the past decade and are expected to increase in the future due to climate change. The prediction time regarding the occurrence of different natural/climate-related events is tabulated in [10] . National metrological agencies are responsible for initial warnings concerning weather-related events. Ground-based radars and satellite data are mostly used to monitor the global weather [23] . Once any warning is issued regarding a particular event, it is continuously monitored. Based on the speed and direction of the related parameters (wind, water, seismic activities, etc.), the probability of hitting a particular area at a given time can be expressed as very low (VL), low (L), medium (M), high (H), or very high (VH). BESS operation controller uses the membership level information of event occurrence probability along BESS SOC and market price signals to determine the operation modes of BESS units. The two possible modes suggested in this study for BESS are subservient mode and resilient modes. In subservient mode, the BESS is fully controlled by the EMS. The charging/discharging and rates are determined by the EMS and the BESS follows the commands of the EMS. However, in resilient mode, the BESS decides either to charge/discharge following certain charging/discharging rates and informs the EMS. The EMS accordingly considers the BESS as a resource if it is in discharging mode and considers as a load if it is in charging mode. It can be observed from Figure 2 that when the event occurrence probability is L or VL, the BESS operation controller has decided to be in subservient mode. However, when the event occurrence probability is H or VH, the BESS will switch to resilient mode. Finally, when the event occurs, the BESS will switch back to the subservient mode in order to minimize load shedding. The decision of the BESS operation mode does not only depend on event occurrence probability. Two other inputs also play a minor role in deciding BESS operation mode, which will be discussed in later sections. 
Interaction between the EMS and the BESS Operation Controller
The interaction between the EMS and a fuzzy logic-based BESS operation controller is shown in Figure 3 . The BESS operation controller receives market price signals, event occurrence probability, and BESS SOC as crisp inputs. Market price signals are provided by the utility grid, BESS SOC is obtained from the microgrid components, and event occurrence probability can be obtained by using the method described in the previous section. The fuzzifier transforms the inputs to membership functions and forwards the degree of membership related to their respective input parameters to the BESS operation controller engine (fuzzy inference engine). The inference engine evaluates the defined rules and decides the operation mode and charging/discharging with corresponding rates. If subservient mode is selected, only SOC information of the BESS is sent to the defuzzifier. However, in the case of resilient mode, charging/discharging mode and charging/discharging rates along with respective mode is sent to the defuzzifier. The defuzzifier receives the degree of membership of outputs from the inference engine, transforms them into output signals, and informs the EMS. Once the operation mode is decided by the BESS operation controller, the EMS schedules the remaining components accordingly and informs them as shown in Figure 3 . 
The interaction between the EMS and a fuzzy logic-based BESS operation controller is shown in Figure 3 . The BESS operation controller receives market price signals, event occurrence probability, and BESS SOC as crisp inputs. Market price signals are provided by the utility grid, BESS SOC is obtained from the microgrid components, and event occurrence probability can be obtained by using the method described in the previous section. The fuzzifier transforms the inputs to membership functions and forwards the degree of membership related to their respective input parameters to the BESS operation controller engine (fuzzy inference engine). The inference engine evaluates the defined rules and decides the operation mode and charging/discharging with corresponding rates. If subservient mode is selected, only SOC information of the BESS is sent to the defuzzifier. However, in the case of resilient mode, charging/discharging mode and charging/discharging rates along with respective mode is sent to the defuzzifier. The defuzzifier receives the degree of membership of outputs from the inference engine, transforms them into output signals, and informs the EMS. Once the operation mode is decided by the BESS operation controller, the EMS schedules the remaining components accordingly and informs them as shown in Figure 3 . one of the three modes, i.e., normal mode, emergency mode, and resilient mode. The step-by-step command/action follow of the proposed algorithm is as follows:
• EMS receives the information about the components of the microgrid and shares the required information (market price and BESS SOC) with the BESS operation controller.
•
The BESS operation controller receives event occurrence information from a separate entity and also uses the information provided by the EMS and decides the operation modes of the BESS units.
The BESS operation controller informs the EMS about the decided operation modes of the BESS units and related information i.e., BESS SOC or charging/discharging rates.
In the subservient mode, the BESS follows the commands of the EMS while in the case of resilient mode, the EMS charges/discharges the BESS units according to the rates decided by the BESS operation controller.
The EMS evaluates the operation mode of microgrid and chooses one of the three optimization algorithms, as formulated in Section 3.
• After optimization, all the components of the microgrid are informed with the optimal results by the EMS.
The same process is repeated till the end of the scheduling horizon.
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The same process is repeated till the end of the scheduling horizon. 
Scheduling Horizons
The three possible operation modes of the proposed hybrid microgrid are normal mode (gridconnected mode), resilient mode, and emergency mode (islanded mode). Each of the operation modes has a different scheduling horizon as depicted in Figure 5 . The scheduling horizon for normal mode is 24 h (T) and operation is based on the day-ahead model. If the BESS operation controller decides to be in resilient mode, the EMS also switches its mode to resilient mode. The scheduling horizon for resilient mode is one hour (t). The BESS operation controller determines its operation 
The three possible operation modes of the proposed hybrid microgrid are normal mode (grid-connected mode), resilient mode, and emergency mode (islanded mode). Each of the operation modes has a different scheduling horizon as depicted in Figure 5 . The scheduling horizon for normal mode is 24 h (T) and operation is based on the day-ahead model. If the BESS operation controller decides to be in resilient mode, the EMS also switches its mode to resilient mode. The scheduling horizon for resilient mode is one hour (t). The BESS operation controller determines its operation mode at each time interval; therefore, scheduling horizon of the resilient mode is taken as one hour in this study. If any event occurs at time h, the EMS will switch its operation mode to emergency mode. The scheduling horizon of the emergency mode is from t = h to the end of the day (T), i.e., T-h. If the event is cleared, the EMS will switch back to normal/resilient operation mode depending on its input values. Generally, a scheduling horizon of 1 day is considered for scheduling of microgrids [6, 8, 21] . Therefore, in this study also, simulations are conducted for one day. However, the formulated mathematical models can be used to extend the simulations for longer durations by iterating the scheduling window.
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Problem Formulation
In this section, mathematical models are developed for all the three operation modes of the EMS. All the developed models are based on mixed integer linear programming with respective scheduling horizons, as explained in the previous section.
Normal Operation

Objective Function
The objective of the normal operation is to minimize the operation cost of the hybrid microgrid. In addition to electricity transfer between the AC and DC microgrids, electricity can also be traded with the utility grid. The first term of the objective function contains generation cost, start-up cost, and shutdown cost of AC side CDGs. The second term contains generation cost, start-up cost, and shutdown cost of DC side CDGs. The third and fourth terms contain profit gained by trading electricity with the utility grid:
Scheduling horizon of EMS in normal operation (T) 
Problem Formulation
Normal Operation
Objective Function
Load Balancing Constraints
Equation (2) shows the power balance for AC side microgrid. The electricity generated by RDGs, AC side CDGs, power traded with the utility grid, power transferred between AC & DC microgrids, and BESS charging/discharging should be equal to the AC side load. Similarly, DC side load balancing is given by Equation (3). The total amount of electricity bought by both microgrids (AC and DC) can be computed by using (4) and the total amount of electricity sold to the utility grid by (5), where η ILC is the efficiency of the interlinking converter. The amount of electricity transferred between AC and DC side microgrids is given by (6) and it constrained by the capacity of interlinking converter, as given by Equation (7):
Constraints for Controllable Generators
Equations (8)- (12) show the imposed constraints for distributed controllable generators. In Equation (8), u g,t is a binary variable and it shows the commitment status of gth CDG at time interval t. If CDG is committed to operate at time t, this binary variable takes the value of 1 and 0 otherwise. Power generation limits of gth CDG are given by Equation (8) . Equation (9) shows the start-up indicator (y g,t ) for gth CDG and Equation (10) shows the shutdown indicator (z g,t ). If the gth CDG is started up at time t, start-up indicator will take the value of 1 and zero otherwise. Similarly, the shutdown indicator will take a value of 1, if the gth CDG is shut-down at time t and zero otherwise [24] . The ramp-up constraints for gth CDG unit are given by Equation (11) and ramp-down constraints are given by Equation (12):
Battery Constraints
The BESS models for both AC and DC microgrids can be represented by using Equations (13)- (16) . X in the BESS model parameters/variables can be replaced by A for an AC microgrid and by D for a DC microgrid. Equation (13) shows that charging of BESS at any time t is constrained by the capacity of the BESS and amount of SOC obtained from a previous time step. Equation (14) shows that discharging amount is constrained by the SOC and capacity of the BESS [25] . Finally, the SOC of the BESS at any time interval t can be computed by using the amount of electricity charged to the BESS, amount of electricity discharged from BESS, and previous interval's SOC, as given by (15) . The SOC of the BESS at any time interval t is constrained by Equation (16): 
Resilient Mode
The resilient mode is also a grid-connected mode while the BESS is being controlled by the BESS operation controller. The BESS operation controller decides the charging and discharging rates for the current time interval and informs the EMS.
Objective Function
The objective of the resilient mode is to minimize the operation cost of the microgrid for the given time interval while fulfilling the BESS operation constraints provided by the BESS operation controller. The first term of the objective function contains generation cost, start-up cost, and shutdown cost of AC side CDGs. The second term contains generation cost, start-up cost, and shutdown cost of DC side CDGs. The third and fourth terms contain profit gained by trading electricity with the utility grid at given time interval t:
BESS Charging/Discharging Rate Constraints
In resilient mode, the major factor is to incorporate the charging and discharging rates determined by the BESS operation controller. The EMS follows the commands received from the BESS operation controller and schedules other resources accordingly. Charging and discharging rates of a battery are governed by the Coulomb rates (C-rates) [26, 27] . The constraint for C-rate of charging (κ C ) is given by Equation (18) . The output of BESS operation controller could be very high (VH), high (H), low (L), or very low (VL). Inference engine transform these values into κ C values as shown below: Similarly, the C-rate for discharging (κ D ) of BESS can be calculated by using Equation (19) . EMS is informed with the C-rates by BESS operation controller in the resilient mode. Similar to charging case, VH, H, L, and VL is transformed to their corresponding κ D values, as shown below. If the BESS is already fully charged, the BESS operation controller will set the BESS mode to idle (neither charge nor discharge) to use it if any disturbance event occurs: 
Other Constraints
The resilient model is also constrained to the load balancing equations, Equations (2)- (7), and dispatchable generators constraints, Equations (8)- (12) . In addition to the BESS constraints explained in the above section, the BESS model is also constrained by Equations (13)-(16).
Emergency Mode
The scheduling horizon of emergency operation is from the event occurrence time (h) to the end of the day (T). When the emergency is cleared, the EMS will switch back to normal/resilient operation mode depending on the decision of the BESS operation controller. The objective of the emergency mode operation is to minimize the load shedding during the emergency period. Therefore, the penalty for load shedding is considered as higher than the generation cost of the most expensive CDG unit.
Objective Function
The first term of the objective function (20) contains generation cost, start-up cost, and shutdown cost of AC side CDGs. The second term contains generation cost, start-up cost, and shutdown cost of DC side CDGs. The third term contains the penalty cost for shedding load. The total amount of load shed at a time interval t can be obtained by using Equation (21) . Due to the inconvenience caused by the load shedding to the consumers, it is considered as a last resort in microgrids to satisfy load balancing. The objective of the emergency operation is to survive maximum possible loads to reduce discomfort and economic losses. Therefore, similar to [5], the penalty cost for curtailing loads is assumed higher than the generation cost of CDGs in this study. Due to this assumption, the priority of service reliability will be higher than the operation cost in the emergency mode:
Load Balancing Constraints
In emergency mode, the amount of power generated by AC side RDGs, AC side CGDs, the amount of power transferred between AC and DC microgrids, and amount of load shed should be balanced with total AC-side load, as given by (22) . Similarly, DC side load balancing is determined by using Equation (23) . In addition to these constraints, load balancing in emergency mode is also constrained to Equations (6) and (7):
Other Constraints
The emergency mode objective function is also constrained by dispatchable generators constraints, Equations (8)- (12) . Similarly, the BESS constraints should also be met by the emergency mode operation as given by Equations (13)-(16).
Numerical Simulations
The test system considered for simulations, in this study, is similar to that of Figure 1 . Two test cases are considered for evaluating the feasibility of the proposed resiliency-oriented optimization method. In the first case, normal operation mode is considered and performance of the proposed and conventional methods is compared. In the second case, emergency mode operation is considered and performance of the proposed and conventional approaches is compared.
Input Parameters
The hourly electric load of AC and DC microgrids along with output power of respective renewable energy sources are taken as inputs and are tabulated in Table 1 . The time-of-use market price signals are also taken as inputs and are shown in Table 1 . All the input parameters as mentioned in Table 1 and the system parameters tabulated in Table 2 are taken from [9] . 1  215  110  0  5  100  80  2  206  119  0  7  100  80  3  197  114  0  10  100  80  4  209  111  0  12  100  80  5  216  125  0  6  100  80  6  212  130  0  4  100  80  7  219  140  0  3  100  80  8  228  158  4  7  115  100  9  227  142  9  9  115  100  10  242  144  12  12  115  100  11  237  147  14  15  115  100  12  234  162  17  17  135  125  13  216  169  20  28  135  125  14  199  182  19  20  135  125  15  181  189  16  14  135  125  16  190  179  11  10  135  125  17  214  178  7  8  135  125  18  255  184  3  3  135  125  19  261  169  0  6  115  100  20  274  150  0  7  115  100  21  280  157  0  11  115  100  22  275  144  0  15  115  100  23  265  141  0  19  100  80  24  237  148  0  24 100 80 The AC microgrid contains a BESS unit, two CDG units, a wind turbine, and AC loads. Similarly, the DC microgrid contains a BESS unit, two CDG units, PV, and DC loads. Similar to [9] , both the AC and DC microgrids are linked via an interlinking converter having an efficiency of 98%. As shown in Figure 1 , the AC microgrid is connected to the utility grid and EMS is responsible for scheduling the hybrid microgrid. The test system used for simulations in this study is same with that of Figure 1 .
The input membership functions of the BESS operation controller are shown in Figure 6 . In contrast to crisp/classical data sets, where either an element is fully a member of a set or fully not, fuzzy sets contain elements with varying degree of memberships [28] . Similarly, any element could be a member of different membership functions at the same time, i.e., 0.6 BESS SOC will belong to M and H by 0.5 degrees. The event probability is assigned into six membership sets listed as very low (VL), low (L), medium (M), high (H), very high (VH), and event (E). The event occurrence probability is shown up to 1.2 for the sake of visibility of the E membership function. However, this value cannot exceed one for all the cases. The actual SOC is taken as input and is assigned into VL, L, M, H, and VH membership sets. The time-of-use market price signals are assigned into three membership sets listed as off-peak (OP), shoulder (S), and peak (P) prices.
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The AC microgrid contains a BESS unit, two CDG units, a wind turbine, and AC loads. Similarly, the DC microgrid contains a BESS unit, two CDG units, PV, and DC loads. Similar to [9] , both the AC and DC microgrids are linked via an interlinking converter having an efficiency of 98%. As shown in Figure 1 , the AC microgrid is connected to the utility grid and EMS is responsible for scheduling the hybrid microgrid. The test system used for simulations in this study is same with that of Figure 1 .
The input membership functions of the BESS operation controller are shown in Figure 6 . In contrast to crisp/classical data sets, where either an element is fully a member of a set or fully not, fuzzy sets contain elements with varying degree of memberships [28] . Similarly, any element could be a member of different membership functions at the same time, i.e., 0.6 BESS SOC will belong to M and H by 0.5 degrees. The event probability is assigned into six membership sets listed as very low (VL), low (L), medium (M), high (H), very high (VH), and event (E). The event occurrence probability is shown up to 1.2 for the sake of visibility of the E membership function. However, this value cannot exceed one for all the cases. The actual SOC is taken as input and is assigned into VL, L, M, H, and VH membership sets. The time-of-use market price signals are assigned into three membership sets listed as off-peak (OP), shoulder (S), and peak (P) prices. 
Control Surfaces for BESS Operation Controller
There are there input membership functions of the BESS operation controller, namely, event occurrence probability, BESS SOC, and market price. The output membership functions of the BESS operation controller are also three which are charging/discharging of BESS, charging/discharging rate, and the operation mode of BESS (subservient or resilient). The role of fuzzy logic inference engine is to map each input set to a corresponding output set. This mapping is based on the rules defined in the inference engine. The control surfaces depict the triggering of rules corresponding to different input combinations. Therefore, two of the inputs are selected at a time and control surfaces for all the three outputs are analyzed. The three inputs can make three possible combinational pairs which are 
There are there input membership functions of the BESS operation controller, namely, event occurrence probability, BESS SOC, and market price. The output membership functions of the BESS operation controller are also three which are charging/discharging of BESS, charging/discharging rate, and the operation mode of BESS (subservient or resilient). The role of fuzzy logic inference engine is to map each input set to a corresponding output set. This mapping is based on the rules defined in the inference engine. The control surfaces depict the triggering of rules corresponding to different input combinations. Therefore, two of the inputs are selected at a time and control surfaces for all the three outputs are analyzed. The three inputs can make three possible combinational pairs which are shown if Figures 7-9 . The focus of this study is to prepare the microgrid for a feasible islanding. Therefore, discharging of BESS is not considered in this study.
It can be observed from Figure 7a that when the event probability is H or VH and BESS SOC is VL, L, or M, BESS charging mode is selected. However, with the same event occurrence probability, if the BESS SOC is H or VH, BESS is moving towards the idle mode. Figure 7b shows that when BESS SOC is VL, or L and event probability is M, H, or VH, higher charging rate is selected. However, if the event probability is VL or L, subservient mode is selected by the BESS operation controller as shown in Figure 7c . When the event probability is H or VH, resilient mode of BESS is selected irrespective of the BESS SOC. The control surface of event probability and market price, Figure 8a , is similar to that of BESS SOC and event probability, Figure 7a . If the event probability is M and market price is OP, higher charging rate is selected as shown in Figure 8b . If the event probability is H or VH, higher charging rate is selected irrespective of the market price signals. If the event probability is VL, L, or E, subservient mode is selected irrespective of the market price signal as shown in Figure 8c . However, if event occurrence probability is M, the effect of market price signal on operation mode is evident from Figure 8c . Charging mode is always selected for all possible combinations of market price and BESS SOC as shown in Figure 9a . When BESS SOC is H or VH and market price is H, charging rate is very low as shown in Figure 9b When BESS SOC is VL or L and market price is OP, higher charging rates are selected. For all other combinations, the charging rates are in-between. Only BESS SOC and market price cannot decide the mode of BESS; therefore, there is no change in the control surface for all possible combinations, as shown in Figure 9c .
It can be observed from Figure 7a that when the event probability is H or VH and BESS SOC is VL, L, or M, BESS charging mode is selected. However, with the same event occurrence probability, if the BESS SOC is H or VH, BESS is moving towards the idle mode. Figure 7b shows that when BESS SOC is VL, or L and event probability is M, H, or VH, higher charging rate is selected. However, if the event probability is VL or L, subservient mode is selected by the BESS operation controller as shown in Figure 7c . When the event probability is H or VH, resilient mode of BESS is selected irrespective of the BESS SOC. The control surface of event probability and market price, Figure 8a , is similar to that of BESS SOC and event probability, Figure 7a . If the event probability is M and market price is OP, higher charging rate is selected as shown in Figure 8b . If the event probability is H or VH, higher charging rate is selected irrespective of the market price signals. If the event probability is VL, L, or E, subservient mode is selected irrespective of the market price signal as shown in Figure 8c . However, if event occurrence probability is M, the effect of market price signal on operation mode is evident from Figure 8c . Charging mode is always selected for all possible combinations of market price and BESS SOC as shown in Figure 9a . When BESS SOC is H or VH and market price is H, charging rate is very low as shown in Figure 9b When BESS SOC is VL or L and market price is OP, higher charging rates are selected. For all other combinations, the charging rates are in-between. Only BESS SOC and market price cannot decide the mode of BESS; therefore, there is no change in the control surface for all possible combinations, as shown in Figure 9c . It can be observed from Figure 7a that when the event probability is H or VH and BESS SOC is VL, L, or M, BESS charging mode is selected. However, with the same event occurrence probability, if the BESS SOC is H or VH, BESS is moving towards the idle mode. Figure 7b shows that when BESS SOC is VL, or L and event probability is M, H, or VH, higher charging rate is selected. However, if the event probability is VL or L, subservient mode is selected by the BESS operation controller as shown in Figure 7c . When the event probability is H or VH, resilient mode of BESS is selected irrespective of the BESS SOC. The control surface of event probability and market price, Figure 8a , is similar to that of BESS SOC and event probability, Figure 7a . If the event probability is M and market price is OP, higher charging rate is selected as shown in Figure 8b . If the event probability is H or VH, higher charging rate is selected irrespective of the market price signals. If the event probability is VL, L, or E, subservient mode is selected irrespective of the market price signal as shown in Figure 8c . However, if event occurrence probability is M, the effect of market price signal on operation mode is evident from Figure 8c . Charging mode is always selected for all possible combinations of market price and BESS SOC as shown in Figure 9a . When BESS SOC is H or VH and market price is H, charging rate is very low as shown in Figure 9b When BESS SOC is VL or L and market price is OP, higher charging rates are selected. For all other combinations, the charging rates are in-between. Only BESS SOC and market price cannot decide the mode of BESS; therefore, there is no change in the control surface for all possible combinations, as shown in Figure 9c . It Figure 7c . When the event probability is H or VH, resilient mode of BESS is selected irrespective of the BESS SOC. The control surface of event probability and market price, Figure 8a , is similar to that of BESS SOC and event probability, Figure 7a . If the event probability is M and market price is OP, higher charging rate is selected as shown in Figure 8b . If the event probability is H or VH, higher charging rate is selected irrespective of the market price signals. If the event probability is VL, L, or E, subservient mode is selected irrespective of the market price signal as shown in Figure 8c . However, if event occurrence probability is M, the effect of market price signal on operation mode is evident from Figure 8c . Charging mode is always selected for all possible combinations of market price and BESS SOC as shown in Figure 9a . When BESS SOC is H or VH and market price is H, charging rate is very low as shown in Figure 9b When BESS SOC is VL or L and market price is OP, higher charging rates are selected. For all other combinations, the charging rates are in-between. Only BESS SOC and market price cannot decide the mode of BESS; therefore, there is no change in the control surface for all possible combinations, as shown in Figure 9c . 
Normal Operation Mode
can be observed from Figure 7a that when the event probability is H or VH and BESS SOC is VL, L, or M, BESS charging mode is selected. However, with the same event occurrence probability, if the BESS SOC is H or VH, BESS is moving towards the idle mode. Figure 7b shows that when BESS SOC is VL, or L and event probability is M, H, or VH, higher charging rate is selected. However, if the event probability is VL or L, subservient mode is selected by the BESS operation controller as shown in
In normal operation mode, two cases are simulated. In the first case, the resilient operation mode of BESS is not considered and BESS is always fully controlled by EMS, which is named as conventional approach. In the second case, proposed method is implemented and BESS operation mode is decided by BESS operation controller, which is named as proposed strategy. The simulated scenario for evaluating the performance of proposed strategy is shown in Figure 10 . Interval-wise event occurrence probability considered for this case is shown in Figure 10 . Market price signals are taken from Table 1 and actual SOC is used for each time interval. Figure 10 . Interval-wise event occurrence probability considered for this case is shown in Figure 10 . Market price signals are taken from Table 1 It can be observed from Figure 11a that the generation amount of CDGs is controlled by the market price signals. During off-peak intervals, CDGs are set to minimum and demand is fulfilled by buying electricity from the utility grid in order to minimize the microgrid's operation cost. In peak price intervals, CDGs are set to maximum and surplus is sold to the utility grid to increase the profit. External trading is increasing during off-peak intervals due to buying of more electricity from the utility grid as depicted in Figure 11b . However, internal transfer (between AC and DC microgrids) can be seen during peak price intervals to avoid external trading. BESS units are charged during the off-peak intervals and are discharged during the peak price intervals as depicted in Figure 11c . The BESS is used either to fulfill the local demand of microgrid or to trade power with the utility grid. It can be observed from Figure 11a that the generation amount of CDGs is controlled by the market price signals. During off-peak intervals, CDGs are set to minimum and demand is fulfilled by buying electricity from the utility grid in order to minimize the microgrid's operation cost. In peak price intervals, CDGs are set to maximum and surplus is sold to the utility grid to increase the profit. External trading is increasing during off-peak intervals due to buying of more electricity from the utility grid as depicted in Figure 11b . However, internal transfer (between AC and DC microgrids) can be seen during peak price intervals to avoid external trading. BESS units are charged during the off-peak intervals and are discharged during the peak price intervals as depicted in Figure 11c . The BESS is used either to fulfill the local demand of microgrid or to trade power with the utility grid.
of BESS is not
In normal operation mode, two cases are simulated. In the first case, the resilient operation mode of BESS is not considered and BESS is always fully controlled by EMS, which is named as conventional approach. In the second case, proposed method is implemented and BESS operation mode is decided by BESS operation controller, which is named as proposed strategy. The simulated scenario for evaluating the performance of proposed strategy is shown in Figure 10 . Interval-wise event occurrence probability considered for this case is shown in Figure 10 . Market price signals are taken from Table 1 and actual SOC is used for each time interval. It can be observed from Figure 11a that the generation amount of CDGs is controlled by the market price signals. During off-peak intervals, CDGs are set to minimum and demand is fulfilled by buying electricity from the utility grid in order to minimize the microgrid's operation cost. In peak price intervals, CDGs are set to maximum and surplus is sold to the utility grid to increase the profit. External trading is increasing during off-peak intervals due to buying of more electricity from the utility grid as depicted in Figure 11b . However, internal transfer (between AC and DC microgrids) can be seen during peak price intervals to avoid external trading. BESS units are charged during the off-peak intervals and are discharged during the peak price intervals as depicted in Figure 11c . The BESS is used either to fulfill the local demand of microgrid or to trade power with the utility grid. In the case of the proposed strategy, generation pattern of CDGs is identical to that of the conventional approach, as shown in Figure 12a . During time intervals 1-14, the event occurrence probability is VL, L, or M; therefore, subservient mode has been selected by the BESS operation controller. The operation results of the conventional approach and proposed strategy are same during those intervals. However, event occurrence probability has changed to H during time intervals 15-17. BESS operation controller has switched to resilient mode during these intervals. Electricity has been bought from the utility grid to charge the BESS units as depicted in highlighted part of Figure 12b . BESS has not been allowed to discharge during these time intervals as highlighted in Figure 12c . However, event occurrence probability has again dropped to M, L, and VL during time intervals 18-24. BESS operation controller has switched back to subservient mode during those time intervals. BESS is discharged during the remaining time intervals to fulfill the load demands of the microgrid.
In the case of the proposed strategy, generation pattern of CDGs is identical to that of the conventional approach, as shown in Figure 12a . During time intervals 1-14, the event occurrence probability is VL, L, or M; therefore, subservient mode has been selected by the BESS operation controller. The operation results of the conventional approach and proposed strategy are same during those intervals. However, event occurrence probability has changed to H during time intervals 15-17. BESS operation controller has switched to resilient mode during these intervals. Electricity has been bought from the utility grid to charge the BESS units as depicted in highlighted part of Figure  12b . BESS has not been allowed to discharge during these time intervals as highlighted in Figure 12c . However, event occurrence probability has again dropped to M, L, and VL during time intervals 18-24. BESS operation controller has switched back to subservient mode during those time intervals. BESS is discharged during the remaining time intervals to fulfill the load demands of the microgrid. A summary of the results for both the conventional case and the proposed strategy during the entire scheduling horizon are tabulated in Table 3 . The amount of CDGs generation is same in both the cases while internal trading is increased in the case of the proposed strategy. External trading is similar while operation cost has increased for the proposed strategy due to consideration of the resilient mode operation. Due to the consideration of resilient operation mode, more electricity has been bought from the utility grid during peak price intervals to charge the BESS units. Due to this consideration, operation cost has increased from 895,255.1 KRW to 898,796.7 KRW, which is an increase of 0.394%. However, it will result in the reduction of load shedding during system disturbances. Additionally, this increase in operation cost depends on the SOC of BESS units conceded from previous time interval. A summary of the results for both the conventional case and the proposed strategy during the entire scheduling horizon are tabulated in Table 3 . The amount of CDGs generation is same in both the cases while internal trading is increased in the case of the proposed strategy. External trading is similar while operation cost has increased for the proposed strategy due to consideration of the resilient mode operation. Due to the consideration of resilient operation mode, more electricity has been bought from the utility grid during peak price intervals to charge the BESS units. Due to this consideration, operation cost has increased from 895,255.1 KRW to 898,796.7 KRW, which is an increase of 0.394%. However, it will result in the reduction of load shedding during system disturbances. Additionally, this increase in operation cost depends on the SOC of BESS units conceded from previous time interval.
Emergency Operation Mode
In emergency mode also, two cases are simulated. In the first case, The BESS is always fully controlled by the EMS, which is named the conventional approach. In the second case, the BESS operation controller decides the operation mode (resilient or subservient) of the BESS, which is named as proposed strategy. The simulated scenario for evaluating the performance of proposed strategy in emergency mode is shown in Figure 13 , where interval-wise event occurrence probability is shown. 
In emergency mode also, two cases are simulated. In the first case, The BESS is always fully controlled by the EMS, which is named the conventional approach. In the second case, the BESS operation controller decides the operation mode (resilient or subservient) of the BESS, which is named as proposed strategy. The simulated scenario for evaluating the performance of proposed strategy in emergency mode is shown in Figure 13 , where interval-wise event occurrence probability is shown. The system was in grid-connected mode during time intervals 1-17. Due to a system disturbance event, operation mode of the system has changed to islanded mode in time interval 18 and remained in islanded mode until the end of the day (24 h), as highlighted in Figure 14 . During grid-connected mode, generation of CDGs is controlled by the market price signals as shown in Figure 14a . However, during emergency mode, CDGs generate maximum power to minimize load shedding. External trading is not possible during islanded mode as shown in highlighted portion of Figure 14b . In the case of conventional approach, system resiliency is not considered and the BESS is discharged during peak price intervals to increase profit as shown in Figure 14c . However, when the system is switched to emergency mode, load shedding is carried out in all the intervals in both AC and DC microgrids, as shown in Figure 14d . The system was in grid-connected mode during time intervals 1-17. Due to a system disturbance event, operation mode of the system has changed to islanded mode in time interval 18 and remained in islanded mode until the end of the day (24 h), as highlighted in Figure 14 . During grid-connected mode, generation of CDGs is controlled by the market price signals as shown in Figure 14a . However, during emergency mode, CDGs generate maximum power to minimize load shedding. External trading is not possible during islanded mode as shown in highlighted portion of Figure 14b . In the case of conventional approach, system resiliency is not considered and the BESS is discharged during peak price intervals to increase profit as shown in Figure 14c . However, when the system is switched to emergency mode, load shedding is carried out in all the intervals in both AC and DC microgrids, as shown in Figure 14d. 
In emergency mode also, two cases are simulated. In the first case, The BESS is always fully controlled by the EMS, which is named the conventional approach. In the second case, the BESS operation controller decides the operation mode (resilient or subservient) of the BESS, which is named as proposed strategy. The simulated scenario for evaluating the performance of proposed strategy in emergency mode is shown in Figure 13 , where interval-wise event occurrence probability is shown. The system was in grid-connected mode during time intervals 1-17. Due to a system disturbance event, operation mode of the system has changed to islanded mode in time interval 18 and remained in islanded mode until the end of the day (24 h), as highlighted in Figure 14 . During grid-connected mode, generation of CDGs is controlled by the market price signals as shown in Figure 14a . However, during emergency mode, CDGs generate maximum power to minimize load shedding. External trading is not possible during islanded mode as shown in highlighted portion of Figure 14b . In the case of conventional approach, system resiliency is not considered and the BESS is discharged during peak price intervals to increase profit as shown in Figure 14c . However, when the system is switched to emergency mode, load shedding is carried out in all the intervals in both AC and DC microgrids, as shown in Figure 14d . The generation profile of CDGs in the proposed case is similar with that of the conventional approach, as shown in Figure 15a . In contrast to the conventional approach, the BESS operation controller has selected resilient mode during time intervals 13-17, due to H and VH event probability. During resilient operation mode, internal power exchange and external trading are increased, as shown in Figure 15b . The exchanged/traded power is used to charge the BESS units as shown in Figure 14c . It can be observed from Figure 15c that BESS units are not allowed to discharge during emergency mode. When the system is switched to emergency mode at time interval 18, the BESS operation controller has switched operation mode of BESS to subservient mode. EMS has utilized the BESS units to minimize load shedding during emergency period. DC side load shedding is reduced to zero during the emergency period and a limited load shedding is carried out during time intervals 18 and 20 on the AC side, as shown in Figure 15d . Load shedding is reduced from 219.12 kWh to 17.73 kWh by the proposed strategy, which is a decrease by 92%. The generation profile of CDGs in the proposed case is similar with that of the conventional approach, as shown in Figure 15a . In contrast to the conventional approach, the BESS operation controller has selected resilient mode during time intervals 13-17, due to H and VH event probability. During resilient operation mode, internal power exchange and external trading are increased, as shown in Figure 15b . The exchanged/traded power is used to charge the BESS units as shown in Figure 14c . It can be observed from Figure 15c that BESS units are not allowed to discharge during emergency mode. When the system is switched to emergency mode at time interval 18, the BESS operation controller has switched operation mode of BESS to subservient mode. EMS has utilized the BESS units to minimize load shedding during emergency period. DC side load shedding is reduced to zero during the emergency period and a limited load shedding is carried out during time intervals 18 and 20 on the AC side, as shown in Figure 15d . Load shedding is reduced from 219.12 kWh to 17.73 kWh by the proposed strategy, which is a decrease by 92%. Table 4 shows the summary of the results of both the conventional approach and the proposed strategy during the emergency operation mode. The generation amount of CDGs remains same for both the cases. Internal trading is increased during the proposed strategy to minimize load shedding during emergency intervals. External trading is also increased to charge the BESS units during the resilient mode. Finally, load shedding is reduced and it resulted in a reduction of the operation cost due to avoidance of penalty costs. 
Conclusions
A mathematical framework for enhancing the resiliency of hybrid microgrids is proposed. Fuzzy logic-based BESS operation controller is proposed for determining the operation mode of BESS units. Table 4 shows the summary of the results of both the conventional approach and the proposed strategy during the emergency operation mode. The generation amount of CDGs remains same for both the cases. Internal trading is increased during the proposed strategy to minimize load shedding during emergency intervals. External trading is also increased to charge the BESS units during the resilient mode. Finally, load shedding is reduced and it resulted in a reduction of the operation cost due to avoidance of penalty costs. 
A mathematical framework for enhancing the resiliency of hybrid microgrids is proposed. Fuzzy logic-based BESS operation controller is proposed for determining the operation mode of BESS units. In subservient mode, the BESS is fully controlled by the EMS but in resilient mode, the BESS operation controller decides the charging/discharging along with their respective rates. In normal operation mode, due to consideration of resilient operation mode, operation cost has increased by 0.394%. However, this consideration can mitigate the curtailment of the load during emergency operation. In emergency operation, BESS mode is switched to subservient mode and the EMS uses the stored energy for reducing load shedding. During emergency operation, load shedding can be reduced by 92% by using the proposed strategy. It can be concluded that the proposed strategy operation barely increases cost while load shedding is considerably reduced. Author Contributions: The paper was a collaborative effort between the authors. The authors contributed collectively to the theoretical analysis, modeling, simulation, and manuscript preparation.
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Abbreviations t
Index of time, running from 1 to T g, g ac , g dc Index for total, AC side, and DC side CDGs, respectively (g ∈ g ac , g dc ) u g,t , y g,t , z g,t Commitment, startup, and shutdown status identifier of gth CDG at t C CDG g (P CDG g, t ) Generation cost of CDG unit g at t C SU g , C Sd g Start-up and shutdown cost of CDG unit at t PR BUY t , PR SELL t Price for buying and selling power to/from the utility grid at t P CDG g, t Amount of power generated by CDG g at t P BUY t , P SELL t Total amount of power bought from and sold to the utility grid at t P ABU t , P ASE t Amount of power bought from and sold to the utility grid by AC microgrid at t P DBU t , P DSE 
